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HERS INDEX SPECIFICATIONS SUMMARY  PREPARED BY JOHN KEOHANE, ECO HOME SERVICES RESNET CERTIFIED HERS RATER #8287471 RATING DATE: APRIL 29, 2018  CONDITIONED FLOOR AREA: 1,767 SQ. FT. PER UNIT HERS INDEX: 55 (55 MAX CODE ALLOWED) MECHANICALS FUEL: NATURAL GAS  HEATING SYSTEM TYPE: FUEL FIRED FURNACE AFUE = 95.5 EAER =270 COOLING SYSTEM TYPE: CENTRAL DUCTED SPLIT SEER = 13.0 WHOLE UNIT: EQUIPMENT LOCATION: CONDITIONED ATTIC DUCT LOCATION: CONDITIONED SPAES DUCT INSULATION: R-6 DUCT LEAKAGE: 1% TO THE OUTSIDE TESTING IS REQUIRED  THERMOSTAT: PROGRAMMABLE SET BAK THERMSTAT REQUIRED WATER HEATER:  FUEL: NATURAL GAS TYPE: ON-DEMAND EF = 0.95 ALL HOT WATER PIPES MUST BE INSULATED TO R-3 MECHANICAL VENTILATION TYPE: BALANCED THIS HOME REQUIRES 55 CFM OF CONTINUOUS VENTILATION.  THIS REQUIREMENT WILL BE SATISFIED BY INSTALLING A PANASONIC FV-10VECI ENERGY  RECOVERY VENTILATOR WHICH MUST MOVE A MINIMUM OF 85 CFM WITHI A 24 HR TIMER.  THIS ERV WILL BE TESTED AT THE FINAL FOR ACTUAL CFM AND THE TIMER SET ACCORDINGLY. WINDOWS & GLASS DOORS  DOUBLE HUNG:  U-FACTOR: 0.28  SHGC: 0.29 CASEMENT:  U-FACTOR: 0.30 SHGC: 0.25   AWNING:  U-FACTOR: 0.30 SHGC: 0.25 GLASS DOORS:  U-FACTOR: 0.29 SHGC: 0.24  DOOR GLASS:  U-FACTOR: 0.26 SHGC: 0.21  INSULATION SLABS: ALL SLABS UNDER CONDITIONED AREAS WHERE LESS THAN 2'-0" BELOW ADJACENT GRADE REQUIRE R-10 RIGID INSULATION 2'-0" VERTICAL OR   HORIZONTAL UNDER THE SLAB EDGE. FLOORS: CONDITIONED TO UNCONDITIONED BASEMENT 2"X10" JOISTS 16" O/C STRAPPED - GRADE 3 R-30 KRAFT FACED FRICTION FIT FIBERGLASS WITH  METAL SUPPORTS AND IN CONTACT WITH THE SUB-FLOOR STAIRS CONDITIONED TO UNCONDITIONED BASEMENT 2"X10" STRINGERS 16" O.C. - GRADE 3 R-21 KRAFT FACED FRICTION FIT FIBERGLASS. WALLS: FOUNDATION WALLS FOUNDATION WALLS ARE UNINSULATED ABOVE GRADE WALLS CONDITIONED TO AMBIENT: 2 X6  @ 16  O/C - GRADE 1 R-21 KRAFT FACED FACE STAPLED FIBERGLASS X6  @ 16  O/C - GRADE 1 R-21 KRAFT FACED FACE STAPLED FIBERGLASS @ 16  O/C - GRADE 1 R-21 KRAFT FACED FACE STAPLED FIBERGLASS O/C - GRADE 1 R-21 KRAFT FACED FACE STAPLED FIBERGLASS CONDITIONED TO UNCONDITIONED BASEMENT: 2 X4  @ 16  O/C - GRADE 1 R-15 KRAFT FACED FACE STAPLED FIBERGLASS X4  @ 16  O/C - GRADE 1 R-15 KRAFT FACED FACE STAPLED FIBERGLASS @ 16  O/C - GRADE 1 R-15 KRAFT FACED FACE STAPLED FIBERGLASS O/C - GRADE 1 R-15 KRAFT FACED FACE STAPLED FIBERGLASS ADIABATIC: 2 X4  @ 16  O/C - GRADE 3 R-13 FIBERGLASS BATTS X4  @ 16  O/C - GRADE 3 R-13 FIBERGLASS BATTS @ 16  O/C - GRADE 3 R-13 FIBERGLASS BATTS O/C - GRADE 3 R-13 FIBERGLASS BATTS BAND JOISTS INCLUDES BASEMENT AREAS: CONDITIONED TO AMBIENT: GRADE 1 R-21 SPRAYED FOAM UNCONDITIONED BASEMENT TO AMBIENT: GRADE 1 R-21 SPRAYED FOAM ADIABATIC: GRADE 3 R-13 FIBERGLASS BATTS CEILINGS: ALL ROOF LINES SHALL BE INSULATED ALL ROOFS: 2"X10" @ 16" O/C - GRADE 1 R-38 SPRAYED FOAM INFILTRATION BUILDING INFILTRATION ACH50 = 3.00 SPECIAL AIR SEALING MEASURES ARE REQUIRED TO REACH THIS VALUE IT IS CRITICAL TO FOLLOW THE TESTING AND INSPECTION SCHEDULE OUTLINED IN THE AGREEMENT. LIGHTING & APPLIANCES REFRIGERATOR: KWH/YR = 709 DISHWASHER: KWH/YR = 275 LIGHTING: 75% OF HARD-WIRED FIXTURES IN THE INTERIOR 75% ON THE EXTERIOR REQUIRE ENERGY EFFICACY LIGHT BULBS.
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