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RESILIENT CHANNEL AT 16" O.C.
5
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6" COMPACTED GRAVEL

BOND BREAK

COMPACTED UNDISTURBED SOIL
V.I.F. 2 TON MIN BEARING CAPACITY

COMPACTED BACK FILL

2x4 KEY
3 #4 CONT.

#4's @ 18" O.C.

3 #4 CONT.
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5
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3
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7-3/8"

System Performance

1 HR Fire

UL Design No. U311

52 STC Sound

SA-830702

System Description

Wood Stud Partition (Loadbearing)

-  5/8"  FIRECODE C Core Gypsum Plaster Base

-  RC-1 resilient channel one side spaced 24" o.c.

-  2x6 wood stud 16" o.c.

-  5.5" Cellulose Blow In

-  5/8"  FIRECODE C Core Gypsum Plaster Base

-  1/16" veneer plaster finish both sides

SCALE:

1 HR PARTITION -WOOD LOAD BEARING STC +501
3"=1'-0"

3-1/2"

System Performance

2 HR Fire

UL Design No.U428

50-54 STC Sound

WP 7051

System Description

Shaft  Wall (Non-loadbearing)

Finish Assembly

-  1/16" veneer plaster exterior

-  5/8"  FIRECODE C Core Gypsum Plaster Base

-  2x3 wood stud 16" o.c.

Rated Assembly

-  2 layers 1/2" FIRECODE C Core Gypsum Panels Mold Resistant

-  Face layer joints finished

-  2-1/2" USG C-H Stud 25 gauge 24" o.c.

-  2.5" Cellulose Blow In

-  1"  Gypsum Liner Panel Mold Resistant

Shaft Side

Finish Side

6-3/4"

SCALE:

2 HOUR SHAFT WALL STC +502SH1
3"=1'-0"

2"

2 HR Fire

UL Design No. U529

System Performance

System Description

Shaft  Wall (Non-loadbearing)

-  1/2"  FIRECODE C Core Gypsum Panel Mold Resistant

-  1" x 2" perimeter angles 25 gauge

-  1"  Gypsum Liner Panel Mold Resistant

-  1/2"  FIRECODE C Core Gypsum Panel Mold Resistant

-  gypsum panels fastened to angles, joints finished

SCALE:

2 HOUR SHAFT WALL - SOLID2SH2
3"=1'-0"

7-1/4"

System Performance

1 HR Fire

(RATED FROM BOTH SIDES)

UL Design No. U344

System Description

Wood Stud Exterior Wall (load-bearing)

-  Exterior Finish (Not Shown)

-  5/8"  Type X Exterior Gyp Sheathing

- min. 15/32" plywood sheathing panels

- 2" x 6" wood studs @ 16" o.c. cross-braced

-  5.5" Cellulose Blow In

-  5/8"  FIRECODE C Core Gypsum Plaster Base

-  1/16" veneer plaster

SCALE:

1 HR EXT PARTITION -WOOD LOAD BEARING1e
3"=1'-0"

Interior Side

Exterior Side

SCALE:

1 HR BEAM PROTECTION1BE
1.5"=1'-0"

System Performance

1 HR Fire BEAM PROTECTION

UL Design No. P517

System Description

WOOD BEAM

-  WOOD BEAM

-  (LAYER 1) 5/8"  FIRECODE C Core Gypsum

-  (LAYER 2) 5/8"  FIRECODE C Core Gypsum Plaster Base

-  1/16" veneer plaster exterior

FLOOR/ ROOF SYSTEM

3-1/8"

System Performance

1 HR Fire

UL Design No.U428

System Description

Shaft  Wall (Non-loadbearing)

Finish Assembly

-  1/16" veneer plaster exterior

-  5/8"  FIRECODE C Core Gypsum Plaster Base

-  2x3 wood stud 16" o.c.

Rated Assembly

-  5/8" FIRECODE C Core Gypsum Panels Mold Resistant

-  Face layer joints finished

-  2-1/2" USG C-H Stud 25 gauge 24" o.c.

-  2.5" Cellulose Blow In

-  1"  Gypsum Liner Panel Mold Resistant

Shaft Side

Finish Side

6-1/4"

SCALE:

1 HOUR SHAFT WALL 1SH
3"=1'-0"

System Performance

1 HR Fire

IBC 2009 TABLE 720.1(3) ITEM 23

58 STC Sound

50 IIC Sound

System Description

Engineered Joist

-  Hardwood Floor System

-  Ecore 5mm ECO silence underlayment

-  1" gypsum underlayment

-  19/32" wood sheathing perpendicular

-  9-1/2" min. wood "I" joist max 24" o.c.

-  Cellulose Blow In

-  RC-1 resilient channel or equivalent

-  5/8"  FIRECODE C Core Gypsum Plaster Base

-  1/16" veneer plaster

SCALE:

1 HR FLOOR ASSEMBLY - +50 STC1
3"=1'-0"

System Performance

2 HR Fire

UL Design No. L538

58 STC Sound

50 IIC Sound

System Description

Engineered Joist

-  Hardwood Floor System

-  Ecore 5mm ECO silence underlayment

-  1" gypsum underlayment

-  19/32" wood sheathing perpendicular

-  9-1/2" min. wood "I" joist max 24" o.c.

-  Cellulose Blow In

-  (LAYER 3) 5/8"  FIRECODE C Core Gypsum

-  RC-1 resilient channel or equivalent

-  (LAYER 2) 5/8"  FIRECODE C Core Gypsum

-  (LAYER 1) 5/8"  FIRECODE C Core Gypsum Plaster Base

-  1/16" veneer plaster

-

SCALE:

2 HR FLOOR ASSEMBLY - +50 STC2
3"=1'-0"

FLOOR ASSEMBLIES

UNIT SEPERATION WALL (2 HOUR)
3/4"=1'-0"
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